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IEC 61850 MMS Client 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type IEC 61850 MMS Client  

PLC I/F Ethernet   

Port no. 102   

 

Server Parameters Recommended Options Notes 

AE invoke ID 10 0 ~ 65535  

AE qualifier 12 0 ~ 65535  

AP invoke ID 10 0 ~ 65535  

Application ID 1.1.1.999.1   

Transport selector 00 01   

Session selector 00 01   

Presentation selector 00 00 00 01   

 

Client Parameters Recommended Options Notes 

AE invoke ID 10 0 ~ 65535  

AE qualifier 12 0 ~ 65535  

AP invoke ID 10 0 ~ 65535  

Application ID 1.1.1.999.1   

Transport selector 00 01   

Session selector 00 01   

Presentation selector 00 00 00 01   
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Get Tags: 

[Get Tag Info]: Get tag information from PLC 

[Export Tags]: Export *.CSV file 

[Export Tags]: Import *.CSV file 

 

Wiring Diagram: 

Ethernet cable: 
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