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                                                            PLC Connection Guide  

LS GLOFA FEnet (Ethernet) 

Website: http://www.lgis.com/ 

HMI Setting: 

Parameters Recommended Options Notes 

PLC type LS GLOFA FEnet (Ethernet)  

PLC I/F Ethernet   

Port no. 2004   

PLC sta. no. 0 0~31  

Device Address: 

Bit/Word Device type Format Range Memo 

B MX DDDDDD 0 ~ 131056 Internal Relay 

B IX ddDdd 0 ~ 63763 Input 

B QX ddDdd 0 ~ 63763 Output  

W MW DDDD 0 ~ 8191 Data Register 

DW MD DDDD 0 ~ 4095 Double Word 

Wiring Diagram: 

Diagram 1 

Ethernet cable: 
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